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1. Commencement of Test Energy: Beginning on the Effective Date PGV may deliver Test 
Energy through the Company's Kapoho substation 12.47 kV distribution line. 

2. Maximum Capacity: The maximum amount of net Test Energy export over the 
distribution 12.47 kV line at any time shall not exceed 3 MW. 

3. Scheduled Operation: Delivery of Test Energy from the Facility shall be in accordance 
with an hourly operating schedule that shall be determined on a week to week basis, where 
each week is defined as 12:00:01 am on Sunday to 12:00:00 midnight on Saturday. Seller 
and Company shall mutually agree upon the hourly operating schedule no later than the 
close of the business day (4:00 pm) on Wednesday of the week prior to the week to which 
the schedule will apply. The hourly operating schedule shall define the amount of power, 
in megawatts (up to 3 MW maximum), that PGV may deliver to Company. 

4. No Compensation: PGV shall not be entitled to any compensation, i.e., Capacity 
Payment or Energy Charge, for any Test Energy that is transmitted to the 
Company pursuant to this Letter Agreement. 

5. Term and Termination: This Letter Agreement shall remain in effect until 
regulatory approval is obtained to deliver energy from PGV's Facility through a 
transmission line that is proposed to serve the PGV Facility. Either Party may 
terminate this Letter Agreement at any time with 30 calendar days written notice. 

6. Required Mitigation: The Company shall determine, in its reasonable discretion, what 
mitigations and/or improvements ("Mitigations") to the Company system are necessary in 
order to accept Test Energy through the distribution 12.4 7 kV line. Such Mitigations shall 
include but are not limited to: 

• Voltage regulator and installation: 
• Control and Monitoring Scheme/Equipment: 

$9,110.00 
$3,000.00 

7. Disconnection of PG V's Facility Delivery of Test Energy: The Company shall have the 
right, in its reasonable discretion, to disconnect PGV's facility from the Company's 
system to cease Test Energy delivery without notice and at any time. Under no 
circumstances shall PGV reclose into the Company's System without first obtaining 
specific approval to do so from the Company's System Operator. The generating facility 
may be disconnected by the Company as described at the facility location or remotely by 
supervisory control, if available. 
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8. Commission Notice: This Letter Agreement shall be filed with the Commission 
as an informational filing. 

9. Effective Date: This Letter Agreement shall be effective upon the date accepted 
and signed by PGV. 

Except as otherwise expressly provided herein with respect to Test Energy, the execution of this 
Letter Agreement shall not in any manner modify the Parties' respective rights and obligations under the 
PPAs. 

Please acknowledge your agreement and acceptance of the foregoing by signing below and 
returning a signed copy back to me at the address above. If you have any questions, please do not hesitate 
to call Dave Okamura at 808-969-0329. 

ACKNOWLEDGED AND AGREED: 

By: ...,.....,.~,-,..:c-'--"'-~'-""--",r- ---t-ft----

Na A 

Title: __,__,__ _____ _,,,,
1 

vL-.Vt,e1 
0 

cc: Michael Kaleikini (Onnat) 
Brendan Bailey (Hawaiian Electric) 
Dave Okamura (Hawai'i Electric Light) 
Sharon Hirai (Hawai'i Electric Light) 

Hawal'i Electric Light 

Sincerely, 

PO BOX 1027 I HILO, HI 96721-1027 




